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SHEET NOTES:

(» HEAT AND SMOKE DETECTORS MAY
NOT BE REQUIRED DEPENDING ON
ELEVATOR DESIGN. IF REQUIRED

Berkeley, California

ELECTRICAL CONTRACTOR SHALL SHEET CONTENTS:
INSTALL HEAT DETECTOR WITHIN 24"
OF SPRINKLER HEAD. ELEVATOR
CONTRACTOR SHALL ALSO PROVIDE
ACCESS DOOR TO THESE DETECTORS.

HEAT AND SMOKE DETECTOR SHALL BE INSTALLATION TYPE
MOUNTED IN THE ACCESS HATCH [T NEW INSTALLATION
ACCESS DOOR. DOOR SHALL BE [J DESIGN/BUILD
WITHIN 6" OF THE ELEVATOR SHAFT. [l PER CONTRACT DOCUMENT
[0 EXISTING BASE JOB #
0 OTHERS

(2) SEE SHEET FA-02 FOR MOUNTING
DETAILS.
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